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Abstract—This paper is intended to introduce the project 
Energy4Growing that aims at studying and setting up a
hybrid micro-grid to supply power to a school in rural 
Tanzania. It describes the results of the early project actions 
which concerned in: (i) analysing the actual school power 
supply system through locally metered data; (ii) developing 
the first step of a new electro-mechanical model which 
addresses the simulation of operation and dynamics within 
an off-grid power system; (iii) validating the new model. In 
particular the paper focuses on describing the development 
and the first step implementation of the new modelling 
approach which address: (i) voltage and frequency analyses 
over medium term period by means of simplified electro-
mechanical models of power sources and power electronics, 
(ii) the analysis of different dispatch strategies and their 
consequence on voltage and frequency trends, (iii) the effects 
of dispatch strategies on the energy performances of 
particular components such as battery bank or dump loads.
The new approach has also been applied in modelling the 
current school power supply system. 
Index Terms—Off-grid system, renewable energy, rural 
electrification, data meter, simulation.
I.  INTRODUCTION
During the last decade a lot of efforts have been put 
into promoting the access to electricity to those millions of 
people living in rural un-electrified areas of Developing 
Countries (DCs). Despite the global interest,  the progress 
of electrification rates in such areas is very limited and, 
according to the IEA projections in 2030, still about 1 
billion people in DCs will lack access to electricity [1].
Besides evident economic constraints, also lack in 
appropriate and replicable technical solutions contributes 
in hindering the process of electrification. As regards this 
issue, R&D activities in off-grid power systems based on 
renewable energies (RE), which are often the most proper 
option for rural electrification [2]–[4], should also focus on 
solutions which (i) can easily adapt to the extremely 
different local contexts thus reducing capital costs; and (ii) 
can have output for implementation in developed countries 
thus expanding market opportunities. In authors opinion,
efforts should be concentrated on micro-grids (MGs)
which can achieve better results in terms of costs,
efficiency and environmental benefits, satisfying also the 
demanding requirements for security, quality, reliability 
and availability of power supply [5]. MGs for rural 
electrification in DCs are intended to operate off-grid with 
the possibility of future main grid integration; indeed, in a
bottom-up approach, MGs can work as building blocks for 
future system expansion [6]–[8].
In this context, the project Energy4Growing (E4G), 
promoted by a research group of the Politecnico di Milano, 
aims at studying, developing and setting up an off-grid 
power system to supply electricity to the secondary school 
of Ngarenanyuki, a rural village in Northern Tanzania
(Fig. 1). Specifically, the project investigates a hybrid MG
architecture suitable to interface RE technologies and 
energy needs in the most reliable way while exploiting 
advanced regulations and control techniques. The hybrid 
MG will combine the power generation systems already 
available in the school with the installation of a new 
apparatus made of PV panels and lead-acid battery bank
together with an Interface Converter.
Fig. 1. Ngarenanyuki Secondary School (TZ) – Banki turbine generator. 
The local energy scenario addressed by the project is 
characterized by the following elements:
x The main power source of the school is a run-off-river 
Micro hydropower plant (MHP) based on a 3.2 kW Banki 
turbine (Fig. 1) coupled with 1-phase brushless 
synchronous generator (230 V, 50 Hz).
x The water flow to the turbine is diverted from a stream, 
which is managed by local farmers. Therefore, water 
availability is highly variable during the day and according 
to the season, hence several blackouts occur.
x The frequency regulation is based on a 4 kW dump load, 
which dissipates the excess power in air.  
x A 5 kW petrol generator is used when the MHP plant is 
off and only for important reasons.
x The power supply is managed in the control room by 
means of a toggle switch that permits to select the power 
source, while a group of breakers permits specific loads to 
be connected/disconnected manually.
x A first estimate of the school consumptions was carried 
out by local staff. Considering the actual appliances the 
daily load was calculated at around 70 kWh. While, 
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considering the use of new further devices (ex-post the 
project intervention) at about 100 kWh a day.
In this context, this paper describes the results of the 
early project actions which concerned (i) the analyses of 
the local data gathered by means of a specific metering 
campaign in order to have a comprehensive understanding 
of the school power supply system operation, (ii) the 
development of a new modelling approach for the 
simulation of the functioning of off-grid power systems,
and (iii) the validation of this approach by means of the 
metered data. An example based on modeling with 
MATLAB® Simulink® of the current configuration of the 
run-off-river MHP plant and employing the metered data
exemplifies the setup and potential of this approach. Our 
aim in developing off-grid power systems modelling based 
on this new approach is to contribute in improving the
design process of these systems in order to facilitate the 
replicability of rural electrification interventions.
II.  ON FIELD METERED DATA ANALYSIS
The first estimate of school electricity consumptions 
allowed the gathering of early information; however, it
also suggested the need to locally meter load data in order 
to better understand the power supply and consumption 
pattern (i.e. daily load and power profiles) and hence to 
proceed properly in the design process of the hybrid MG.
To this purpose, two meter instruments have been used:
x X-Meter: a multi-purpose network analyzer. Used to 
measure the electrical characteristics of the load 
consumption. So far, the device has recorded 120 days 
between June and December 2014 with 15 minutes 
average data saving.
x Efficiency Terminal: a portable network analyzer. Used 
for gathering more precise data about the whole power 
supply system (i.e. turbine, dump loads and user loads). 
The device has been installed during a specific on-site 
mission in October 2014 and has recorded five partial days 
with 1-minute average data saving.
Here below analyses relating to (i) the load 
consumption, (ii) the quality of service (e.g. frequency and 
voltage), and (ii) the functioning of the current power 
supply system, are presented according with the features 
of the two instruments.
A. Load Analysis
Fig. 2 shows the discrete probability distribution of the 
daily energy consumption over the 120 days monitored by 
the X-Meter. The values range from a few kWh to about 
25 kWh stressing a strong difference when compared with 
the average estimated daily load (70 kWh). This is not 
surprising if the analysis is contextualized in rural areas of 
DCs, where people’s energy needs are always limited by
the lack of resources due to unreliable power systems. In 
this particular case, the high variability of the water source 
on a daily basis limits the daily availability of energy.
Fig. 2. Discrete probability distribution of daily consumptions.
Fig. 3. Discrete probability distribution of the required power.
In Fig. 3 the discrete probability distribution of the 
required power is presented. The fact that there is more 
than one peak in the graph could be explained by a 
superposition of different probability distributions. Indeed, 
the operation of the system (and the consumption habits of 
the users of the school) varies in time due to different
factors:
x The unpredictability of agricultural activities upstream 
of the school which causes the irregularity of the available 
power from the MHP.
x The different activities carried out in the school between 
weekdays (Mon-Fri) and weekend (Sat, Sun).
x The different activities carried out in the school 
throughout a day (morning, afternoon, evening, night).
As a consequence, the 120 load curves which have
been metered by the X-Meter, do not show an average 
trend which trace a typical load curve from the school.
Fig. 4. Boxplot of the daily power consumption.
In support of this argument, we report the Tukey 
boxplot of the metered load values throughout length of 
the day (Fig. 4). At each hour of the day the power loads
ranges from 0 kW to values above 2 kW. The spacing 
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between the different parts of the box confirms a highly
degree of dispersion. This suggests again highly irregular 
water source availability on an hourly basis.
B. System Voltage and Frequency Analysis
Fig. 5 and Fig. 6 show the discrete probability of 
frequency and voltage in power quality (i.e. acceptable 
ranges: 50Hz ± 5%, 230V ± 10%) over the 120 days 
interested by the metering activity. The graphs admit in 
both cases two maxima. This can be explained considering 
that there are two operating modes: one due to the MHP, 
with values close to the nominal ones (49.9 Hz, 235-238 
V), and the other one due to the diesel generator, which 
works at higher frequency (52-53 Hz, 220 V). Thus, it is 
worth emphasizing that in normal operation the frequency 
of the power supply proves to be quite stable at 50 Hz. The 
same cannot be said in case of turbine overload where the 
metered frequency decreases to values which stay beyond
the limits for power quality, as deeply investigated in the 
next section.
Fig. 5. Discrete probability distribution of frequencies.
Fig. 6. Discrete probability distribution of voltages.
C.  Power Supply System Analysis
Finally, we present the data collected by means of the 
Efficiency Terminal, which clearly depict the current 
power supply system functioning. Fig. 7 shows the power 
flows with 1-minute average data storing metered during 
the 20 of October 2014. As expected, the dump loads 
(brown line) keep the balance between the synchronous 
generator power production (blue line) and the load 
consumption (green line).
Looking at the metered data for this specific day, some 
consideration can be made:
x The MHP profile is constantly above the load power 
consumption profile. It could not be otherwise since the 
MHP is the only power source (the petrol generator was 
not operated during this day).
x Fig. 7 shows two periods in which clearly the water 
flow has been reduced and hence the power from the Banki 
turbine has decreased. The load is consequently forced to 
follow the same variation (causing some load rejection)
and this fact is reflected also in the frequency profile (red 
line) which goes down due to the turbine overload.
Probably, without this inconvenience, the desired load 
would have been about 1.5 kW constant.
x The frequency stability in normal operation (generation 
> loads) is preserved to the detriment of dissipated energy 
by the dump loads.
The last two points suggest the opportunity to add an
energy storage system. For instance, a battery bank can be 
operated in order to save the dissipated power and use it to 
fulfil the desired load when the MHP power is not enough.
Fig. 7. Metered power flows and frequencies of October 20, 2014 for the 
actual power supply system of the school.
Nevertheless, addressing these aspects is not 
straightforward. For instance, due to the behavior of the 
dump loads, probably the battery bank (included in the 
new apparatus) will experience shallower but more 
frequent charge/discharge cycles thus decreasing its 
lifetime. Moreover, since the battery bank will not be 
intended to act in controlling the system frequency, it is 
quite important to analyze the power flows, in order to 
optimize the system control logics aiming at the longest 
lifetime while preserving the quality of the service.
Therefore, several analyses are required to design properly
the E4G hybrid MG. Moreover, modelling the existing 
plant could allow preliminary analyses towards the new 
development of the system.
III.  A NEW APPROACH FOR ELECTRO-MECHANICAL 
OPERATION AND DYNAMICS ANALYSIS
When dealing with off-grid power system design,
several analyses that join issues of sizing, optimized 
dispatching strategies, and quality of the power supply are 
required. In particular, it is necessary to simulate the 
system behaviour in order to improve reliability and 
stability performances during the design phase.
Reliability of a power system refers to the ability to
supply adequate electric service on a nearly continuous 
basis, with few interruptions (i.e. loss of load) over an 
extended time period. Stability refers to the continuance of 
intact operation following a disturbance, and it depends on 
the operating condition and the nature of the physical 
disturbance. The two performances are quite different in 
particular regard of the time span necessary to 
quantitatively characterize them [9]:
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x Reliability is a function of the time-average 
performance of the power system; it can only be judged by 
considering the system’s behaviour over an appreciable 
period of time. 
x Stability, on the other hand, is a time-varying attribute 
which can be judged by studying the performance of the 
power system under a particular set of conditions in a 
relatively small period of time.
With respect of this main difference, in the scientific 
literature two main types of analyses are typically carried 
out in order to address respectively the above two 
performance characteristics: energy analyses and power 
system stability analyses:
x Energy analyses [10]–[15] aim at identifying the main 
component sizes (i.e. rate power of generators and storage 
capacity) with an energy planning and/or a techno-
economic approach. These analyses study the system 
reliability throughout its lifetime considering the local 
conditions and constraints. They are typically based on the 
steady-state solution of the energy balance between energy 
sources and consumer loads over a specific time-step, and 
considering the features of the system components. The 
length of the time-step can usually vary from day-to-day 
to one-minute (according to the desired accuracy), and 
analyses are performed throughout a year. A typical tool 
that embraces the main features of the energy analyses is 
HOMER® [16]–[18]. Recently multi-objective 
optimizations and multi-criteria decision making have 
been increasingly employed in order to embrace also 
environmental and social parameters in the planning
and/or feasibility analyses [19]–[21].
x Power system stability analyses [22]–[28] take into 
account that a power system is a highly nonlinear system 
that operates in a constantly changing environment (i.e. 
loads and generators outputs, when based on RE, change 
continually). The main objective is to address the study of 
power system employing physical quantities which can be
measured (e.g. current and voltage) in order to identify the 
key factors that contributes to instability and hence to 
devise methods for improving stable operation. To 
facilitate the task, the classification of power system 
stability is exposed in Fig. 8. It splits depending on (i) the 
main system variable where instability can be observed,
(ii) the size of the disturbance considered, (iii) the time 
span that must be taken into consideration in order to 
assess stability. In any given situation, however, any form 
of instability may not occur alone and this is particularly 
true in highly stressed or small-size power supply systems.
Nevertheless, distinguishing between different forms is 
important in applying suitable analysis tools. These 
analyses are based on circuit models of the components 
and on the solving of the related equations within the 
continuous time-domain. They are typically carried out for 
short intervals (from few seconds to some minutes) in 
order to study the developments of the monitored electrical 
quantities (mainly voltage and frequency) verifying the 
proper system functioning under particular circumstances. 
Fig. 8. Classification of power system stability.
In this framework, and given our experience with the 
E4G project, it will be newsworthy to address some 
aspects which are not appropriately addressed both by 
energy and power system stability analyses:
x Concerning energy analyses: even when physical
quantities are employed in system components modelling, 
systems are studied with steady-state numerical 
simulations without considering the consequences they 
have on system control and hence on stability issues. These 
aspects can affect the size as well as the lifetime of the 
components especially when systems include rotating 
machines together with RE generators with power 
converters, and electrochemical storage. For instance,
frequency stability problems in small off-grid systems are 
often associated with insufficient generation capability or 
poor resources coordination.
x Concerning power system stability analyses, they do 
not provide elements to optimize the sizes of the main 
components as regards system lifetime and they are too 
heavy when addressing issues that occur over longer 
periods (i.e. battery charge/discharge cycle, system control 
strategies, etc.).
In order to address the above mentioned issues, in this 
paper a new approach to system modelling that aims at 
balancing the limits and integrating the results of the 
already available energy and power system stability 
analyses is introduced. The objective of the new approach 
is to develop an off-grid power system simulation model
capable of:
x Working over medium term period (i.e. days) with 
typical time-steps of power system stability analyses.
x Embracing simplified electrical models of power 
sources and power electronics in order to address at least 
voltages and frequencies trends analyses.
x Embracing simplified models of system control units in 
order to address the analysis of different control strategies.
x Considering the effects of the previously mentioned
aspects on the performances of particular components such 
as battery bank or dump loads.
The approach will adopt classical mathematical models 
for generators and load representation. In fact, since the 
approach proposed is designed in order to fit with the DCs 
scenarios, the adoption of more detailed models does not 
lead to a more complete/reliable analysis due to the lack of 
information about generators, loads etc.
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IV.  A THEORETICAL ELECTRO-MECHANICAL MODEL ABLE
TO DESCRIBE THE ACTUAL POWER SUPPLY SYSTEM
Hereafter we detail the description of the
implementation of the new approach in developing a first 
step model for the current power supply system of 
Ngarenanyuki Secondary School (MHP and dump loads).
For each of the modelled component (i.e. the synchronous 
generator, the dump loads and the user loads) we introduce 
the concepts and logics behind the modelling phase, and 
then we carry out a first implementation of the system 
model in MATLAB® Simulink® by means of the 
Simscape-SimPowerSystem library.
A. Synchronous generator model
Under steady-state conditions, there is equilibrium 
between the input mechanical torque and the output 
electromagnetic torque of each generator, thus the speed 
remains constant. If the system is perturbed, the 
equilibrium is upset, resulting in acceleration or 
deceleration of the rotors of the machines according to the 
laws of motion of a rotating element. This can be 
exhaustively analysed by a 7th order model in the Park 
variables. However, in accordance with the previously 
mentioned targeted features of the new approach, the 7th
order model is simplified by considering the electro-
magnetic dynamics faster than the mechanical ones.
Consequently, electro-magnetic variables are supposed to 
change according to steady-state behavior.
Therefore, taking into account the real plant at 
Ngarenanyuki and according to the new approach, the 
simplified electro-mechanical model of the synchronous 
generator in MATLAB® Simulink® is based on the well-
known swing equation (1). This accounts for changes in 
power injections from load, dump loads and engine (Pgen 
Pload  Pdump) that results in change in the angular velocity 
(Z). Finally, we model the synchronous generator driven 
by the Banki turbine as an ideal voltage source with 
constant amplitude (2) driven by the swing equation.
J  Z  p (dZ / dt) = Pgen  Pload  Pdump (1)
V = 230  2  sin(Z  t) (2)
B. Dump loads model
In an off-grid power system special attention must be 
paid to the frequency stability, as it is not guaranteed like 
in a high meshed grid. The system frequency can be 
maintained constant by eliminating the unbalance between 
generations and load consumptions. 
Act on the generation side means to use conventional 
speed governors, which use electronics to sense changes in 
speed in order to control the resource exploitation (e.g. the 
water flow admittance in a MHP). Nevertheless, the 
generation control mechanism is typical not used in rural 
electrification interventions when the power ratings of off-
grid systems are less than 100kW. Indeed in these cases, 
the cost of such a governor usually exceed the cost of the 
generator itself [29]–[31]. For this reason, uncontrollable 
prime movers are preferred, requiring thus to act on the 
load side so that the generator output power is held 
constant despite variations of the user loads. The different 
strategies which can be adopted in this direction are: dump 
load control, priority switched-load control, flywheel,
superconducting magnetic energy storage systems, and 
battery energy-storage systems [32]–[34].
Over the last two decades, especially dump loads in the 
form of electronic load controllers (ELC) have spread. The 
basic concept any ELC uses is measuring the prime mover 
speed and compensating the variation in the user load by 
automatically varying the amount of power dissipated in a 
resistive load. This keeps the total load just right to attain 
the correct speed and to generate stable frequency. There 
are several advantages of ELC:
x The use of simpler and cheaper prime mover with less 
moving part.
x Less expensive than equivalent flow control governor.
x High reliability and low maintenance.
x ELC can be fitted at any point in electrical system.
The two most commonly employed techniques used 
for ELC are [35]:
x The phase delay action: where the dump load comprises 
a permanently connected single resistive load. As a result 
of the detection of a change in the user load, a power 
electronic switching device adjusts the average voltage 
applied to the dump load, and hence the power dissipated. 
However, this technique introduces harmonics causing
overheating of electrical equipment connected to the 
system.
x The binary load action: where the dump load is made up 
from a switched combination of separate resistive loads. In 
response to a change in the consumer load, a switching 
selection is made to connect the appropriate combination 
of resistive load steps. During transitions, full system 
voltage is applied to the new fraction of the dump load and 
hence harmonics are not produced at all.
Fig. 9. Dump loads characteristic curve.
At Ngarenanyuki Secondary School, a pair of 2kW 
binary ELC dump loads is installed and each of them has 
15 regulating steps of 133W [36]. Therefore, the regulation 
curve can be approximately compared to a straight line.
Moreover, as for the recovery time, the dump loads 
regulator switches from 0% to 100% of the regulated 
power in approximately 150ms (Fig. 9). This ELC are 
ILWWHG ZLWK 3,' ȝS-controlled frequency system. As a 
result, the plant frequency changes affect the feedback in 
function of the entity, duration and speed.
Accordingly, in the MATLAB® Simulink® model the 
dump loads are constituted by a series of 30 resistors each 
of regulating power Pdump_step, which are connected or 
disconnected in the systems by a PID controller that keeps 
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the system frequency at 50Hz. The PID output represents
the electrical power to be dissipated by the dump loads
Pdump. An array of 30 Boolean variables Rdump_status
represents the on-off status of each resistor (3). Hence,
after having identified the positional number i of the last 
activated resistance, a decision about the control action is 
taken by comparing the current dumped electrical power 
with Pdump and then by connecting or disconnecting a 
further resistance, as summarized in Algorithm 1.
Rstatus = [ R1_1 , R1_2 ,  , R2_15] (3)
ALGORITHM 1: DUMP LOADS CONTROL LOGIC
If Pdump_step  i < Pdump
Rdump,status ( i + 1 ) = 1
Else Rdump,status ( i ) = 0
The functioning modelling of the dump load is the 
main achievement of this first step implementation of the
system modellings according to the new approach with
regard to the E4G project. Indeed, it is first step for the 
analysis of the dump load-battery bank coupling.
C.  Loads model
The loads and the static converter models are 
developed considering that the electrical dynamics are 
faster than the mechanical dynamics, and hence the related 
variables evolve according to a steady-state behavior. 
Loads and inverters can be modelled as ideal controlled 
current sources respecting the frequency value from the 
swing equation and algebraic equations for the power 
injections.
The input signal, which drives the generated current, is 
calculated as indicated in (4) where the RMS current value 
(Iload) is given by (5) and the frequency Ȧ results from the 
swing equation (1):
I = Iload ξʹ sin(Z  t) (4)
Pload = 230  Iload  cos(I) (5)
V.  MODEL VALIDATION THROUGH THE METERED DATA
The realised model is capable of simulating the 
operation and dynamic behaviour as regards the power 
flows among the system components, and to show the 
frequency trend during the functioning as well. In the 
follow, a first validation of the model is described.
To validate the system (Fig. 10 and Fig. 11), we 
exploited the already exposed metered data of the 20 of 
October, 2014 (Fig. 7):
x The time series of the Banki Turbine power injection 
(Pgen) has been considered as exactly metered by the 
Efficiency Terminal (blue line, Fig. 7).
x The time series of the user loads (Pload) has been 
considered as metered by the Efficiency Terminal (green 
line, Fig. 7) but introducing modification in those parts 
where clearly a lack of generated power (due to a reduction 
of the water flow) have brought about also the reduction of 
the metered load consumption, and hence supposing the 
load profile to be constant in these periods (green dotted 
line, Fig. 10). This has been done also to test whether the 
model returns a frequency trend similar to the metered one.
These two time series represent the input data for the 
ideal controlled voltage and current sources of the 
synchronous generator and the load respectively.
Fig. 10. Power profiles resulting from the system functioning simulation
Fig. 11. Frequency resulting from the system functioning simulation.
The results of Fig. 10 and Fig. 11 highlight the proper 
operating of the model as regards:
x The synchronous generator that set appropriate voltage 
and current values in order to impose the input power 
flows time series (blue line, Fig. 10).
x The user loads model that behaves exactly like in the 
metered case (green line, Fig. 10).
x The dump load model that operates correctly in order to 
absorb the difference between the injected power by the 
generator and the required power by the user loads (brown 
line, Fig. 10).
x The frequency behavior (Fig. 11) that follows the 
measured profile (red line, Fig. 7), but with a constant 
difference in those regions in which the frequency is not 
50 Hz. This is probably due both to the assumption on the 
input load profile and to the fact that the current load model 
does not change its adsorption behaviour according to the 
variations of the power availability within the power 
system.
VI.  THE NEW APPARATUS: AN HYBRID MICRO-GRID FOR 
THE NGARENANYUKI SECONDARY SCHOOL
In conclusion the authors would like to present the 
proposed architecture of the hybrid MG which will be 
installed at the Ngarenanyuki Secondary School by mid-
2015. As already pointed out, this solution aims at 
modifying the current power supply system by exploiting 
new power sources, controlling their interactions, and 
limiting the dissipated energy by adding a storage capacity.
The hybrid MG will provide for the parallel functioning of 
(i) the already present MHP/dump loads group, (ii) the 
backup petrol generator and (iii) new installations of PV 
modules and lead-acid batteries together with an Interface 
Converter.
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Fig. 12. Hybrid Micro-Grid configuration.
The architecture of the new apparatus (Fig. 12) is 
composed by: (i) a conversion switchboard (Q1) which 
considers the new installation of PV and battery bank
system and the bi-directional Interface Converter, and (ii) 
a distribution switchboard (Q2) able to work on two bus-
bars, integrating PLC control system, smart meters, and 
local user interface in order to manage the power flow 
control strategies from the power sources. Different 
operation modes have been considered to set up the control 
logics:
x Manual mode: the operator can manage the loads 
connection/disconnection and can select the power 
generators by acting on different selectors. During this 
mode the PLC controls subsystem Q1 to realise grid 
forming operation.
x Automatic mode: the PLC measures voltage, current, 
frequency, power and manages the system through six 
configurations:
1. Q1 on-grid, following the MHP. In this operation mode 
the Banki turbine defines voltage and frequency, while
Q1 is controlled in following mode with respect to the 
hydro turbine. The control board of Q1 implements 
MPPT algorithm to maximise the power extracted by 
the PV system. PLC decides also the active and reactive 
power set points of Q1 on the basis of load 
requirements, battery SOC and MHP generation.
2. Q1 on-grid, following the petrol generator. This 
operation mode works like mode 1 but with petrol 
generator in place of the MHP.
3. Q1 off-grid, forming mode. In this operation the PLC 
send to the control board of the inverter the set-points 
of voltage and frequency to be maintained on the grid, 
and it limits the discharge power of the battery bank by 
monitoring its SOC.
4. MHP stand-alone mode. This operation mode is 
activated when the batteries SOC is too low, then the 
PLC manages the switching of loads according to power 
production and different priorities.
5. Petrol generator stand-alone mode. This operation 
mode works like mode 4 but with petrol generator in 
place of the MHP.
6. Double bus bar mode. This configuration allows the 
MHP and the petrol generator to work together, each 
one on a bus-bar. In this case, the Q1 always works 
following the MHP.
It is worthwhile to mention that the control logics that 
coordinate the operations and transitions between the 
different operation modes, brings about issues as regards 
of power system stability. For this reason experimental 
tests have been put in place in parallel to the modelling 
activities exposed in the previous sections. This, in order 
to test the control logics with regard to the system 
components reaction times, the rates of change in the 
power flows that can occur during the system functioning, 
the real system inertias, etc.
Fig. 13. Q1 and Q2 switchboards – DC motor and ELC dump loads
In particular, the test facilities (Fig. 13) exploit a lead-
acid battery bank, a PV array emulator, a 2kW binary ELC 
dump loads and a DC motor for emulating the MHP 
generator. Then, the managing capability of different 
energy/power flows of Q1 and Q2 have been tested in 
order to verify the new prototype apparatus response 
before its final installation at Ngarenanyuki Secondary
School.
VII.  CONCLUSIONS
This paper presents the project Energy4Growing that
addresses the improvement of the power supply service of 
the Ngarenanyuki Secondary School (Tanzania) by 
implementing a hybrid micro-grid. Firstly the functioning 
of the actual school power supply system (run-off-river 
MHP plant with dump loads) is described by means of the 
data gathered during an in-field metering campaign. Then,
a new approach that addresses the simulation of the 
electro-mechanical operation and dynamics within an off-
grid power system, with respect to perturbation in the 
power injections from generators and loads, is introduced.
According to the new approach, the development of the 
synchronous generators, user loads and dump loads
models is described. Then, the model of the actual school 
power system has been implemented and simulated.
The performed simulations highlight the potentiality of 
the new approach in integrating the aspects of energy 
analyses and power system stability analyses aiming at 
better supporting the design process of off-grid power 
systems. Finally, a brief excursus on the test facilities on 
the new apparatus, which will be installed at the school, is 
also exposed.
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